Introduction

School UG Laboratory Safety Manual

The aim of this manual is to acquaint students with laboratory safety requirements in the School. All students are required to have a basic knowledge of laboratory safety.

This manual will provide you with information on safety procedures, Standards and guidelines for all laboratory activities conducted in the School of Electrical Engineering and Telecommunications.

Students must read and understand the material contained within this manual. It will provide you with an awareness of the potential hazards and risks that may be present in any laboratory work that you undertake during your undergraduate course.

The first four chapters cover general laboratory regulations and safety procedures. The following chapters (5 – 11) cover in detail potential electrical and other specific hazards present in the Undergraduate teaching laboratories. Students should take special note of the safety measures applicable to their experiment work.

Students should also read the section on risk assessment procedures so as to gain a better understanding of risk identification.

The School has a good safety record due to our dedicated laboratory staff, and we hope to keep this up with full co-operation from all students and staff.

Please sign the declaration form at the back of the safety manual to demonstrate that you have read and understood the material.
Contents

1 Students’ Legal Rights, Obligations and OHS Consultation

2 Laboratory Safety Regulations

3 Emergency Situations
   3.1 What to do in an emergency?
      3.1.1 Emergency Contacts
      3.1.2 Discovery of fire or other emergency
      3.1.3 Emergency Evacuation Procedures
   3.2 Laboratory Emergency Facilities
      3.2.1 First Aid
      3.2.2 Fire Equipment
      3.2.3 Fire Alarms
      3.2.4 Incident Reporting

4 The Six–Step Safety Procedure

5 Electrical Hazards for Undergraduate Teaching
   5.1 Electric Shock
      5.1.1 Definition and Description
      5.1.2 Causes of Electric Shock
      5.1.3 Effects of Electric Shock
      5.1.4 Effects of Alternating Current in the range of 15 ÷ 100 Hz
      5.1.5 Effects of Direct Current
      5.1.6 Protection Measures

6 Specific Hazards
   6.1 Radiological and Field Effects
   6.2 Mechanical Problems

7 Laboratory Equipment Use and Safety
   7.1 Working on Live Equipment
   7.2 Laboratory Equipment Safety
   7.3 Reporting Faulty/Damaged Equipment

8 Laboratory Safety Equipment
   8.1 Flash and Thermal Protection
   8.2 Head and Eye Protection
   8.3 Rubber-Insulating Equipment
   8.4 Hot Sticks
   8.5 Insulated Tools
8.6 Danger and Out of Service Tags
8.7 Lock-out and Permit System
8.8 Segregation of High-voltage Electrical Equipment

9 Recent Incidents within the School

10 Risk Assessment
   10.1 Risk Assessment Objective
   10.2 Risk Assessment Procedure
   10.3 Risk Assessment Form

11 How to obtain more information on safety?
   11.1 Material Safety Data Sheets (MSDS)
   11.2 Reference Books
   11.3 WorkCover Guide
   11.4 UNSW OHS&WC Unit
   11.5 OHS Training

Appendices

A Treatment of Electric Shock
B Tagging System
   B.1 Danger Tags
   B.2 Out-of-Service Tags
C Example of a Risk Assessment Form
D Example of a Incident and Illness Form

Bibliography
Every student has the right to work in a safe and healthy environment. The School has the responsibility to provide this in accordance with the New South Wales Occupational Health and Safety Act, 2000. This act requires the University, through its Occupational Health and Safety procedures and through the School OHS committee, to ensure that safety measures are implemented, and that adequate and necessary steps have been taken to prevent and/or minimize risks or accidents. The Regulations further require that the School takes steps to ensure that students are aware of any potential hazards and that the laboratory regulations are adhered to by both staff and students.

The students, in turn, have the obligation to follow safety procedures and the safety guidelines that are set out in this manual. Failure to abide by these regulations may result in personal injury or risk of injury to others. This constitutes misconduct, and may involve students being given a warning, expelled from the laboratory and other laboratory courses or, in the worst case, being expelled from the University.

The EET school recognizes its general duty to consult with all students on OHS matters and, in particular, raising and resolution of such concerns. Following steps can be used for OHS consultation or resolution of OHS problems.

Step 1: problem reported to laboratory supervisor or manager (all students)

Step 2: problem reported to your academic supervisor (for thesis students only)

Step 3: if not resolved, report to undergraduate or postgraduate student representative in School OHS committee.

Step 4: if not resolved, report to chairperson of School OHS committee or head of School.

Step 5: if not resolved, report to Engineering Faculty OHS coordinator.
2

Laboratory Regulations

The following are basic safety regulations applicable to all laboratories in the School. They are necessary both for your safety, for the safety of other people in the laboratory and for the smooth operation of the teaching laboratories.

*These regulations MUST be adhered to at all times.*

1. All laboratory users must undergo induction and agree to comply with laboratory rules, plus they should read any required safety manuals.

University requires the laboratory users know the generic risks and their control measures established by the laboratory. Before the access to the laboratory the induction must be completed.

2. No bare feet or exposed, open footwear (e.g. sandals or thongs) are permitted.

Students should wear enclosed footwear with gripping soles to protect themselves from possible electric shock, slippery floors and dropped objects.

3. Food and drink are not to be consumed at any time in laboratories.

Accidental spillage of food or drinks on bench tops might cause a short circuit or malfunction of electrical equipment.

4. Under no circumstance is 240V 50Hz mains power to be used for any purpose, other than that approved by the School. Only authorized personnel are allowed to alter power connections (50V above) or connect any equipment to mains power.

Two types of general power outlets (GPOs) are used in the laboratories. Earthed GPOs are normally used. The other type is an isolated, non-earthed outlet, which should not be used unless your experiment has special requirements for them. Equipment must be connected to the correct outlet for their specification. The wiring of the 240V plug or any other internal wiring of equipment should not be interfered with. Please consult a laboratory staff or demonstrator if necessary.

5. Tampering with or removal of any laboratory equipment is strictly forbidden.

Tampering with any laboratory equipment may cause the malfunction of equipment, or personal injury.
6. Data network connections should not be altered. Personal equipment may not be connected to the School data network without first seeking permission.

This is necessary for improving the reliability of the School data network.

7. Personal mobile phones are not to be operated at any time within a laboratory.

Mobile phones might cause disturbance to other laboratory users, and also cause signal interference.

8. Students are expected to conduct themselves in a reserved manner at all times. All noise is to be kept to a minimum.

Excessive noise might be disturbing to other laboratory users and disrupt their concentration in performing their tasks.

9. All bags should be stored under benches.

The bench tops should be cleared of bags or any clutter to allow for more spacious working areas, and to avoid unnecessary contact with electrical equipment, such as cables and wires, that might lead to incidents. Aisles must also be kept clear to allow unimpeded passage to eliminate the tripping hazard.

10. Students should clean and tidy their workstations when they have finished and return all leads before leaving the laboratory.

The next person using the laboratory should have a clean and tidy work area.

11. Faulty equipment should be reported to laboratory staff who may not otherwise be aware of the problem.

Faulty laboratory equipment might pose danger to laboratory users if operated unknowingly. It may result in personal injury or malfunction of other equipment.
3 Emergencies

3.1 WHAT TO DO IN AN EMERGENCY?

*STAY CALM … DO NOT PANIC!*

3.1.1 EMERGENCY CONTACTS

*In the event of any emergency, including Fire, Ambulance and Police requirements,*

*Dial: extension 56666,*

from any phone in the University, or use the University Help Points. This is the UNSW Security Office: it is accessible from any telephone on campus

Alternatively use **Free call: 1800 626 003,**

Carefully describe the following details of the emergency:

- Location
- Type of emergency
- Your name and contact number

3.1.2 DISCOVERY OF FIRE OR OTHER EMERGENCY

1. Activate fire alarm by *breaking glass alarm.*

2. Close doors that may restrict emergency, *but only if it is safe to do so.*

3. Notify campus services security on extension ‘56666’.

4. Give the following information:
   (i) Your name and location (e.g. campus, building, floor, room, area, etc.)
   (ii) Type of emergency (e.g. fire, medical, chemical spill, etc.)
   (iii) Severity of the situation

5. Tackle the situation *only if trained in appropriate emergency procedures.*
3.1.3 EMERGENCY EVACUATION PROCEDURES

Electrical Engineering Building-------Uni Map G17

TO BE ADHERED TO DURING NORMAL WORKING HOURS
and WORK BEFORE - AFTER HOURS

WHAT Should you do IF the ALARM sounds ?

On hearing the Alarm sounds as: **beep beep beep beep**

PREPARE TO EVACUATE and FOLLOW INSTRUCTIONS from Public Announcement or Emergency Team

save files, turn off equipment and remain calm.

On hearing the Alarm sounds as: **whooop whooop whooop whooop**

**EVACUATE THE BUILDING IMMEDIATELY !!**

Leave the building via the nearest safe EMERGENCY EXIT. Do not use the lifts !!!

Proceed as directed to the Evacuation Assembly Area Point ---

**QUADRANGLE LAWN**

Remain in the Assembly area Point until be notified to return to the building.
3.2 LABORATORY EMERGENCY FACILITIES

3.2.1 FIRST AID

The First Aid Officers for the Electrical Engineering Building (G17) are:

<table>
<thead>
<tr>
<th>First Aid Officer</th>
<th>Room No</th>
<th>Phone No</th>
</tr>
</thead>
<tbody>
<tr>
<td>Richard Tuck</td>
<td>G17A</td>
<td>938 54005</td>
</tr>
<tr>
<td>Gladys Fong</td>
<td>G1</td>
<td>938 54000</td>
</tr>
<tr>
<td>Syed Rahman</td>
<td>G15</td>
<td>938 55507</td>
</tr>
<tr>
<td>Z.Liu</td>
<td>G15</td>
<td>938 55508</td>
</tr>
<tr>
<td>Nonie Politi</td>
<td>404</td>
<td>938 54526</td>
</tr>
</tbody>
</table>

3.2.2 FIRE EQUIPMENT

All laboratories in the Electrical Engineering Building are equipped with carbon dioxide extinguishers. Carbon dioxide extinguishers and fire hose reels are also located in the corridor foyer areas on every level.

3.2.3 FIRE ALARMS

Fire alarms are located in the corridors on every level. To activate the fire alarm, break the glass and push the switch.

3.2.4 INCIDENT REPORTING

For the safety of oneself and that of others in the building, please report any incidents as soon as possible, to your area supervisors/managers, OHS officer or school office. List of area supervisors / managers:

<table>
<thead>
<tr>
<th>Area</th>
<th>Supervisor/Manager</th>
<th>Room No</th>
<th>Phone No</th>
</tr>
</thead>
<tbody>
<tr>
<td>General teaching laboratories</td>
<td>Ming Sheng</td>
<td>G14A</td>
<td>938 54057</td>
</tr>
<tr>
<td>Energy Group</td>
<td>Baburaj Karanayil</td>
<td>120</td>
<td>938 54991</td>
</tr>
<tr>
<td>Microelectronics Group</td>
<td>Daniel Krcho</td>
<td>235</td>
<td>938 54044</td>
</tr>
<tr>
<td>System Control Group</td>
<td>Chris X. Lu</td>
<td>213</td>
<td>938 55307</td>
</tr>
<tr>
<td>Data Network Group</td>
<td>Phil Allen</td>
<td>345</td>
<td>938 54504</td>
</tr>
<tr>
<td>Signal Processing Group</td>
<td>Tom Millet</td>
<td>307</td>
<td>938 54802</td>
</tr>
<tr>
<td>Mobile Telecommunication Group</td>
<td>Joe C. Y Yiu</td>
<td>322</td>
<td>938 55305</td>
</tr>
<tr>
<td>Photonics Group</td>
<td>Francois Ladouceur</td>
<td>344B</td>
<td>938 55304</td>
</tr>
<tr>
<td></td>
<td>Gang-Ding Peng</td>
<td>309</td>
<td>938 54014</td>
</tr>
<tr>
<td>Biomedical System Group</td>
<td>James Zhang</td>
<td>472</td>
<td>938 54070</td>
</tr>
<tr>
<td>School office</td>
<td>Gladys M.T Fong</td>
<td>G1</td>
<td>938 54000</td>
</tr>
<tr>
<td>OHS officer and Chief Warden</td>
<td>Z.Liu</td>
<td>G15</td>
<td>938 55508</td>
</tr>
</tbody>
</table>
4

The Six-Step Safety Method

There are six steps that should be taken by individuals to ensure safety in the laboratories (See Cadick 1994, pp3.1 - 3.3).

1 THINK – BE AWARE

Persons must be aware of any potential hazards in the laboratory at all times. Risk assessment should be performed before starting on any experiment.

2 UNDERSTAND YOUR PROCEDURES

Be familiar with all safety procedures as outlined by the School of Electrical Engineering and Telecommunications.

3 FOLLOW YOUR PROCEDURES

All safety procedures should be followed closely at all times.

4 USE APPROPRIATE SAFETY EQUIPMENT

Appropriate safety equipment must be used when there is a possibility of accidents, such as electric shock, arcs or electrical fires.

5 ASK IF YOU ARE UNSURE

Always ask questions or seek advice from laboratory staff if you are unsure of what to do in any particular situation.

6 DO NOT ANSWER IF YOU DO NOT KNOW

Do not answer any safety-related questions if you are unsure of the answer.
5
Electrical Hazards for
Undergraduate Teaching

5.1 ELECTRIC SHOCK

5.1.1 DEFINITION AND DESCRIPTION

Electric shock is the physical stimulation that occurs when electric circuit passes through the body. The effect that electric shock has on the body depends on the magnitude of the current flow, the body parts through which the current flows, and the general physical condition of the person being shocked (Cadick 1994, p1.1).

5.1.2 CAUSES OF ELECTRIC SHOCK

1. Exposed Live Conductors [see Figure 5.1]

An exposed conductive part is referred to as the metalwork surrounding electrical equipment. According to Adams (1994, p.24), there are two types of contact that cause electric shock. The first one is indirect contact, where the shock is received from live metalwork casing. This occurs when there is a partial elevation of voltage during the passage of an electrical fault current to earth, or a full elevation when the casing is not earthed. [Fig 5.1(b)]

The other type of contact is direct contact, where the shock is received from exposed energized parts which are normally at live voltage. [Fig 5.1(a)]

Electric shocks might occur without the presence of fault current. Some examples given by Adams (1994, p.24) are:

- Direct contact by touching the line and neutral or two phases of an energized supply. This is a highly unlikely incident.
- Direct contact with a live conductor when any part of the body is connected to earth.
- Indirect contact with an unearthed casing comprising of an earth fault.
2. Improper Equipment Earthing

The purpose of equipment earthing is to ensure that all exposed metal equipment surfaces will be maintained at substantially earth potential [equipotential bonding], even during a fault condition when substantial current flows to earth.

If the equipment is properly earthed, the circuit overcurrent protection device will trip in the case of a low-resistance internal fault to an exposed metal surface. This will remove the hazard. In case of a fault with high internal resistance, equipment earthing will keep the exposed metal surfaces at or near earth [safe] potential.

Without proper equipment earthing, both low- and high-resistance faults will energize the exposed metal parts to significant voltage levels, thereby causing the potential for serious electric shock if persons are in contact with the metal parts.

Figure 5.2: Importance of equipment grounding and internal fault resistance in electric shock cases  (Greenwald 1991, p.44)
3. Electric Currents Involving Water

Electric shocks might occur when an individual is in water and electric currents are present (Dalziel 1966 in Greenwald 1991, p47). This is due to the energized conductor being exposed to the water. While water is not a good electrical conductor, it does nevertheless conduct some current and its danger is that can spread over large surface areas of the body and thus diminish contact resistance with the skin. It can also cover insulating surfaces and make them live. The factors which will determine the current flow in such cases are:

- The shape and size of the conductor in water contact surface,
- The shape and size of any insulating object covered with water
- The conductivity of the water, and
- The resistance in the current path to earth

When water is present its relatively poor conductivity may mean that there exists a reasonably high resistance to earth. This can limit the current magnitude and thus any circuit overcurrent protection may not operate.

A residual current device (RCD) or earth leakage circuit breaker de-energizes wet equipments if there is a path to earth, hence preventing electrocution. Equipment earthing also prevents electrocution, as the earthed exposed metal parts would tend to reduce the current flow in the water to earth.

5.1.3 EFFECTS OF ELECTRIC SHOCK

Depending on the current path through the body and the magnitude and duration of current transmitted, electric shock may have the following effects on the human body:

1. Damage and burns to tissue

   Electric current can result in severe tissue damage through burning. They are mostly third-degree burns, as the burning occurs from the inside of the body where the growth centres are destroyed. If vital internal organs are involved, the burns can be fatal.

2. Involuntary muscle contraction

   Involuntary muscular contraction is an effect of the current. At low currents the contraction may cause the ño-let goô effect where the hand is unable to release a live conductor when grasped. If the lung muscles are affected, respiration might stop and asphyxiation occurs.
3. Ventricular fibrillation

The last of the body’s muscles to be affected are the heart muscles. If the heart is affected, ventricular fibrillation or irregular heartbeats can occur and result in electrocution.

5.1.4 EFFECTS OF ALTERNATING CURRENT IN THE RANGE OF 15 - 100 Hz

1. Threshold of perception

The threshold of perception is the minimum value of current that causes any sensation for the person through which it is flowing (AS 3859:1991, p11). Some factors that affect the threshold of perception are: contact area, conditions of contact (dry, wet, pressure, temperature), and physiological characteristics of individual.

The general accepted value is 0.5 mA, independent of time.

2. Threshold of let-go

This is the maximum value of current at which a person holding electrodes can let go of the electrodes (AS 3859:1991, p.11). Threshold of let-go depends on: contact area, shape and size of electrodes, and physiological characteristics of individual.

The general accepted value is 10 mA.

3. Threshold of ventricular fibrillation

This is the minimum value of current that causes ventricular fibrillation (AS 3859:1991, p.11). It depends on physiological factors, such as anatomy of the body, state of cardiac function, as well as electrical factors, for example contact area, duration and pathway of current flow and type of current.

Above 500 mA, fibrillation may occur for shock duration below 0.1 s. It may also occur for current magnitude of several amperes, if the shock falls inside the vulnerable period. Reversible cardiac arrest may result when shocks last longer than one cardiac cycle.

Below is the graph of time/current zones of the effects of ac currents (15 ï – 100 Hz) on persons.
Zones | Physiological effects
--- | ---
Zone 1 | Usually no reaction effects
Zone 2 | Usually no harmful physiological effects
Zone 3 | Usually no organic damage to be expected. Likelihood of muscular contraction and difficulty in breathing, reversible disturbances of formation and conduction of impulses in the heart, including atrial fibrillation and transient cardiac arrest without ventricular fibrillation increasing with current magnitude and time.
Zone 4 | In addition to the effects of Zone 3, probability of ventricular fibrillation increasing up to about 5% (curve c₂), up to about 50% (curve c₃), and above 50% (beyond curve c₃). Increasing with magnitude and time, pathophysiological effects such as cardiac arrest, breathing arrest, and heavy burns may occur.

Table 5.1: Psychological effects of a.c. currents (15 – 100 Hz) in various zones (Standards Australia 1991, AS 3859:1991, p.15)
5.1.5 EFFECTS OF DIRECT CURRENT

1. Threshold of perception

Some factors that affect the threshold of perception are: contact area, conditions of contact (dry, wet, pressure, temperature), duration of current flow, and physiological characteristics of individual. With direct current, during the current flow at the threshold, only making and breaking of current is felt (AS 3859:1991, p.18).

The normal value of threshold of perception is 2 mA.

2. Threshold of let-go

There is no definable value of threshold of let-go for DC current below 300 mA. Again, only making and breaking sensation is felt and it leads to painful muscle contraction. Above 300 mA, let-go is only possible after several seconds or minutes of shock duration.

3. Threshold of ventricular fibrillation

It depends on physiological factors, such as anatomy of the body, state of cardiac function, as well as electrical factors, for example duration and pathway of current flow, and type of current. The threshold of fibrillation for d.c. is several times higher than a.c. for shock duration longer that the cardiac cycle. If the shock duration is shorter than 200 ms, the threshold of fibrillation for d.c. is approximately the same as for a.c., measured in rms value.

4. Other effects

When the flow of current is below 300 mA, a warm sensation is felt in the extremities. If there is transverse currents up to 300 mA flowing through the body for several minutes, as time and current increases, might cause reversible cardiac dysrhythmias, current marks, burns, dizziness, and unconsciousness. Unconsciousness occurs frequently when the current is above 300 mA.
Figure 5.4: Time/current zones for direct currents

<table>
<thead>
<tr>
<th>Zones</th>
<th>Physiological effects</th>
</tr>
</thead>
<tbody>
<tr>
<td>Zone 1</td>
<td>Usually no reaction occurs.</td>
</tr>
<tr>
<td>Zone 2</td>
<td>Usually no harmful physiological effects.</td>
</tr>
<tr>
<td>Zone 3</td>
<td>Usually no organic damage to be expected. Increasing with current magnitude and time, reversible disturbances of formation and conduction of impulses in the heart are likely.</td>
</tr>
<tr>
<td>Zone 4</td>
<td>Ventricular fibrillation likely. Increasing with current magnitude and time, other patho-physiological effects, for example heavy burns are to be expected in addition to the effects of Zone 3.</td>
</tr>
</tbody>
</table>

Table 5.2: Psychological effects of d.c. currents
5.1.6 PROTECTION MEASURES

1. **Fuses and Circuit Breakers**
   A fuse or a circuit breaker protects a circuit from failure of the insulation of an unearthed conductor. It trips when the fault current exceeds the trip setting limit, and disconnects the power, thereby minimizing the hazard.

   Fuses and circuit breakers are overcurrent protective devices and do not protect against electric shock because their tripping current is almost always orders of magnitude greater than the current levels that can cause electrocution. Overcurrent protection will only protect equipment.

2. **Residual Current Devices (Safety switches)**
   A residual current device (RCD) is commonly known as a "safety switch" - it is a device incorporating a means for detecting a residual (or earth leakage) current, with an associated means of isolating the circuit if the residual current exceeds the trip level, which is normally 30 milliamps.

   RCDs monitor the balance between the load current and the return current in the load. The RCD has a miniature core balance relay to detect earth leakage. RCDs are designed with an integral circuit breaker that also protects against overloading, short circuit and earth leakage currents.

   RCDs do not prevent electric shock, however they respond rapidly to earth leakage current through the body and are designed to trip the supply before fibrillation has time to set in. The general rating of an RCD at 30 mA will provide a high level of protection against ventricular fibrillation.

   ![Figure 5.5: Diagrams showing the principle of the RCD to detect fault and leakage currents to earth and interrupt the supply](image)

   **Figure 5.5:** Diagrams showing the principle of the RCD to detect fault and leakage currents to earth and interrupt the supply
   (a) single-phase unit
   (b) three-phase unit
   (Adams 1994, p.29)

   **** Note that RCDs are not able to provide universal protection against electric shock. They only work in situations where the electric shock current flows to earth through the body. If a person is connected between the active and neutral, with no earth current leakage, the RCD will not operate and will not provide protection in such electric shock situations.
3. **Protective Earthing**

The resistance to earth from protective earthed parts in equipment must be low enough to allow sufficient fault current to flow to earth, thus ensuring that the overcurrent protection device in the final sub-circuit or fixed wiring opens quickly during insulation failure.

The purpose of a protective earthing conductor is to make sure that any leakage current from the live parts within the equipment flows harmlessly, via a low resistance path, to earth. (AS 2243.7:1991, p.9)

4. **Double Insulation**

All live circuits must be insulated from earth and all earthed external connections. The purpose of double insulation is to minimize the possibility of an earth fault loop. Double insulation is commonly found in popular devices such as power tools and shavers. Double insulation implies that there are two physically separated insulations. The functional insulation is necessary for the proper operation of equipment, whereas the protecting insulation protects against electric shock when the functional insulation fails to work (Greenwald 1991, p.25). Double-insulated equipment is not earthed because of the two levels of protection provided by the insulation.

However, electrocutions may still occur with double insulation especially if the equipment is used near water, or if there are plug or flexible cord faults.

5. **Extra-Low Voltage Operation**

Extra-low voltage is defined to be voltages not exceeding 50 V AC or 120 V ripple-free DC (AS/NZS 3000: 2000, p.27).

In general, extra-low voltages are considered relatively safe for direct contact. However, if the condition of the room changes, such as increased humidity or a wet environment, contact resistance is decreased and this increases the probability of an electric shock even at very low voltage levels.
6 Specific Hazards

6.1 RADIOLOGICAL AND FIELD EFFECTS

All electromagnetic radiation can be harmful if it exceeds a certain field strength. Some effects of radio frequency and microwave radiation are listed in the following (UNSW - ELEC3017 Electrical Engineering Design lecture notes on safety):

1. Radiated energy can cause damage to areas of low blood supply in the body.

2. Microwave energy above 3,000 MHz is reflected or absorbed by the skin. A warning of excessive exposure is provided when the body feels a warm sensation.

3. Electromagnetic radiation energy below 3,000 MHz is absorbed below the skin without a significant temperature increase.

4. Energy in the range of 1,000 – 10,000 MHz can cause eye cataracts, with the critical frequency being about 3,000 MHz.

6.2 MECHANICAL PROBLEMS

Faulty laboratory equipment might pose a danger to laboratory users. Such equipment should be clearly marked and taken out of the laboratory for service or repair. Further use of such equipments may cause harm to other people or other equipment.
7

Laboratory Equipment: Use and Safety

7.1 WORKING ON LIVE EQUIPMENT

All voltages are potentially hazardous since contact with any live parts might allow substantial amounts of current to pass through the heart. This can be fatal.

*Work on live equipment is only permitted if there is no other alternative and supervision is compulsory.*

According to AS2243.7: 1991 (p.16), some precautions to take when working with live equipment are:

- Never work alone on live equipment.
- Use only tools and test probes with insulated handles.
- Work one-handed, keeping the other hand in your pocket.
- Use earth-leakage core-balance protection. This is mandatory.
- Avoid contact with any earthed metal in the vicinity of the equipment.
- Stand on an insulating mat, and wear insulated gloves.
- Use prominent warning signs and barriers if equipment with exposed live terminals is energized.
- If components must be touched, e.g. when a motor is being checked for overheating, use the back of the hand so that involuntary muscle contraction does not prevent withdrawal should the casing be alive.

7.2 LABORATORY EQUIPMENT SAFETY

Laboratory equipments, such as oscilloscopes, are designed to be safe if they are used in compliance with the manufacturer’s operational guide. However, there is added risk if the equipment is modified to accommodate a particular experiment, for example, if the earth in the oscilloscope is removed to prevent an earth loop in measurement.

7.3 REPORTING FAULTY/DAMAGED EQUIPMENT

Faulty or damaged equipment is potentially hazardous, and must be reported immediately to laboratory staff. Faulty equipment must be clearly tagged and taken out of service for repair.
8

Laboratory Safety Equipment

The equipment detailed below is used only where needed. They do not apply to all laboratories. You must determine whether the area of work in is a hazardous area.

8.1 HEAD AND EYE PROTECTION

1. Safety Glasses, Goggles, and Face Shields

During exposure to electric arcs, safety glasses and goggles reduce the ultraviolet light intensity while flash suit face shields provide excellent face protection from molten metal and plasma cloud, thereby reducing the risk of injury and blindness. Also when working with lasers, laser safety goggles must be used to prevent eye damage.

Some situations where the use of head and eye protection is required include:

- Working on switchgear, closed to exposed energized conductors
- When Rules or Standards require the use of eye protection
- Working with lasers
- Anytime there is a danger of head, eye, or face injury from electric shock, arc, or blast

8.2 RUBBER–INSULATING EQUIPMENT

Rubber-insulating or similar equipment should be used when there is a risk of electric shock, or when working near energized conductor. Some examples of rubber insulating equipment are rubber gloves, sleeves, line hose, blankets, covers, and mats.

8.3 HOT STICKS in High Voltage Laboratories

Hot sticks are poles made of insulating materials. They consist of tools and/or fittings, which allow users to control energized conductors and equipment from a safe distance. They can be used when there is a possibility of electric shock, arc, or blast.

Some situations where the use of hot sticks is required include:

- Voltage measurement
- Any repairs or modifications to energized equipment
- Application of safety earths
8.4 INSULATED TOOLS

Insulated tools are standard hand tools with a complete covering of electrical insulation, leaving only a minimum amount of metallic work surface. They are used to prevent shock or arc when the user is in contact with an energized conductor.

8.5 DANGER AND OUT OF SERVICE TAGS

There are two types of tags suitable for use as an electrical hazard warning.

- **Danger tags**
  They are used on energized equipments, which could cause harm to users.

- **Out of service tags**
  They are used to isolate a faulty piece of equipment. They are also known as Warning or Fault tags.

8.6 LOCK–OUT AND PERMIT SYSTEM

There are two additional safety precautions that may be applied in the high power electrical laboratory or when using Class 3B and Class 4 lasers.

- **Lock-out System**
  The lockout system provides extra security above the tagging system. The equipment is modified such that a lock or interlock is incorporated in the main control mechanism of the equipment.

- **Permit System**
  The permit system is implemented in hazardous areas. Students are required to obtain permission to carry out their experiments in these areas. The permit consists of details such as authority of issue, period of effect (time and date of issue and cancellation), details of the task, precautions to be observed, and authority for cancellation. Students working under a permit have to sign on upon entering and sign off upon leaving.

8.7 SEGREGATION OF HIGH–VOLTAGE AND OIL–INSULATED HIGH–POWER ELECTRICAL EQUIPMENT

In the high-voltage electrical laboratory, equipment operating at voltages up to 400 kV is segregated in an enclosure. These equipment items have a higher risk of electric shock and also a higher probability of fires and explosion when there is an electrical failure from oil-insulated equipment.
Recent “Incidents” within the School

Fortunately, there have not been any incidents to date in the School of Electrical Engineering and Telecommunications.

However, here are two cases of near-accidents in the Undergraduate laboratories that should be noted.

- Some students connected their breadboard circuits directly to the 240 V mains.

  Students should take extra care when using breadboards. Under no circumstances should breadboards be connected to the 240 V mains power supply. They should only be connected to 30 i 50 V power supplies.

- ELEC3117 Electrical Engineering Design students connected their prototype to the 240 V mains without ensuring the safety of their design.

  When designing and building your own circuit, extra precautions should be taken so that the circuit is safe to operate.

In the above two cases, laboratory demonstrators and staff were able to intervene in time and prevent any mishaps that may have occurred.
10 Risk Assessment

10.1 RISK ASSESSMENT OBJECTIVES

Risk assessment needs to be done before every experiment and particularly before connecting the equipment to the power supply.

Risk assessment is essential in helping to keep a safe and healthy workplace. It involves identifying significant hazards and making sure that proper precautionary steps are taken to minimize the risks.

10.2 RISK ASSESSMENT RATING PROCEDURE

Detail can be found from following website:

10.3 RISK ASSESSMENT FORM

Students need to fill in the risk assessment form before commencing on laboratory experiments.

A sample of the risk assessment form is included in Appendix C
11

How to Obtain More Information on Safety?

11.1 MATERIAL SAFETY DATA SHEETS (MSDS)

Material safety data sheets are supplied for all chemical substances used in the laboratory. They provide chemical composition, safety information and describe hazards associated with each chemical substance.

11.2 REFERENCE BOOK

John Cadick :
Electrical Safety Handbook

11.3 WORKCOVER GUIDE

Occupational Health and Safety Regulation 2001
WorkCover New South Wales

OHS Hotline: 1800 451 462

http://www.workcover.nsw.gov.au

11.4 UNSW OCCUPATIONAL HEALTH AND SAFETY AND WORKERS COMPENSATION UNIT

UNSW occupational health and safety and workers compensation unit and EET School OHS websites :
http://www.hr.unsw.edu.au/ohswc/ohs/ohs_home.html

11.5 OHS TRAINING

OHS awareness and Laboratory Safety Training courses are required for thesis students. Training program can be found on :
http://www.hr.unsw.edu.au/ohswc/ohs/ohs_training.html
Appendix A
Treatment of Electric Shock

GENERAL PROCEDURES FOLLOWING AN ELECTRICAL ACCIDENT

Each laboratory in the School of EE & T has a wall poster giving instructions of procedures in the event of an electric shock incident.

The following procedures are taken from ELEC3117 Electrical Engineering Design lecture material on Electrical Safety pages 15-16, and AS 2243.7:1991.

1. Switch off the power source and separate the person from the energy source immediately without causing further damage.

2. If the power source is not able to be isolated and the person is still in contact with electrical source, insulate yourself from the person before making contact, e.g. use rope or any other suitable article. You should only do this after you have evaluated the risk and have taken all precautions to prevent a further electric shock occurring.

3. Check on breathing. If present, keep the person warm and comfortable, and call for medical attention: in the first instance call on the School first aid officers (ext. 54000, 54005) and then the UNSW security office on ext 56666.

4. If breathing is not present, urgent resuscitation is required:
   - Clear airways by pulling tongue from throat,
   - Lay person on back, tilt head backwards so that mouth opens,
   - Attempt mouth-to-mouth resuscitation.

5. If breathing is restored, arrange for medical attention.

6. If breathing is not restored:
   - call for medical attention,
   - give 2 initial breaths, check for signs of life

7. If no signs of life, attempt to restart the heartbeat by applying external cardiac massage in combination with artificial ventilation:
   - Place person on firm surface.
   - Place heel of one hand on the lower part of the sternum and the heel of the other hand immediately above it.
   - Start CPR, 30 compressions and 2 breaths until help arrives or casualty recovers.
8. If the casualty has suffered burns, wash and cool the burned area under gently running cold water. Apply a clean, dry, non-adherent dressing to the burned area.

9. In a hospital or ambulance situation, use a defibrillator.

10. Notes:
    - Breathing may stop without cardiac arrest; respiratory arrest of central origin makes the resumption of breathing more difficult.
    - Cardiac arrest causes rapid acidosis (lowered blood pH), which requires injection of sodium bicarbonate.
Appendix B

Tagging System

The tagging system is a warning mechanism used by laboratory staff to indicate that a certain equipment item is faulty, dangerous or out of service. Authorized staff can only remove it after the equipment is serviced and has been tested and determined to be safe for operation.

Tagged equipment is not to be used. Please do not remove tags, ask laboratory staff for assistance.
Appendix C
Risk Assessment Form

INSTRUCTIONS

Students need to fill in the risk assessment form before commencing on laboratory experiments.

Teaching Laboratories

This is not necessary for scheduled teaching laboratories, although it is a good idea to use the methodology in all laboratory experiments that you do.

Any risks associated with the scheduled classes will be outlined by laboratory staff and demonstrators prior to the class starting.

Thesis/project Laboratories

In all laboratory activity that is not a scheduled class, for example experimental work associated with a thesis, students MUST understand the generic risk controls established by the laboratory. You must fill the risk assessment form (OHS017, http://www.hr.unsw.edu.au/ohswc/ohs/ohs_forms_checklists.html) before starting the experimental work. The form should be given to your supervisor or to the laboratory supervisor for approval prior to commencing the activity assessed.

The laboratory induction and authorisation form (OHS049, it can be downloaded from http://www.hr.unsw.edu.au/ohswc/ohs/pdf/frm_lab_induction.pdf) must be completed and signed before access to the laboratory is granted.
Following questions may be helpful for you to fill the Risk Assessment Form

Q1. Have you read the notes on Laboratory Regulations and Safety Manual?
   □ Yes          □ No

Q2. Briefly describe any electrical hazard(s) and list ways in which risk from these hazards may be eliminated or minimised.
   ______________________________________________________
   ______________________________________________________
   ______________________________________________________
   ______________________________________________________
   ______________________________________________________
   ______________________________________________________

Q3. Does the work require any of the following?
   □ Use of mains referenced potentials (3-phase mains or Variac outputs)?
   □ Equipment with hazardous potentials (> 32V AC or > 115V DC)?
   □ Use of non earthed and/or isolated outlets?

Q4. Are there any mechanical hazards associated with your experiment?
   □ Yes          □ No

Q5. Briefly describe any mechanical hazard(s) and list ways in which risk from these hazards may be eliminated or minimised.
   ______________________________________________________
   ______________________________________________________
   ______________________________________________________
   ______________________________________________________
   ______________________________________________________

Q6. Are there any other specific hazards not covered in the above? Please list.
   ______________________________________________________
   ______________________________________________________
   ______________________________________________________
   ______________________________________________________
   ______________________________________________________

Q7. Unsupervised work is not permitted. Have you arranged for appropriate supervision? (answer where applicable)
   □ Yes          □ No
Appendix D
Hazard and Incident Report Form

INSTRUCTIONS

The Incident and Illness Report Form (OHS002, http://www.hr.unsw.edu.au/ohswc/ohs/ohs_forms_checklists.html) must be completed when:

- there is an accident causing injury/illness to the person(s) involved,

The OHS Hazard Report Form (OHS001, http://www.hr.unsw.edu.au/ohswc/ohs/ohs_forms_checklists.html) must be completed when:

- there is a dangerous situation, which may result in personal injury if it remains unattended to.
- there is a situation which is potential to cause harm to persons, property or environment.
Bibliography


Blackburn, T.R. 1994, Electric and Magnetic Fields and Electromagnetic Radiation. ESAA Short Course on Electrical Safety, University of New South Wales, Sydney


Crisp, P. 1999, Safety in the School of Chemical Engineering and Industrial Chemistry, Volume 1: for undergraduate students, University of New South Wales,

Crisp, P. 1999, Safety in the School of Chemical Engineering and Industrial Chemistry, Volume 2: for research personnel, University of New South Wales,

ELEC3017 Electrical Engineering Design lecture notes, Electrical Safety, University of New South Wales, Sydney


Standards Australia/Standards New Zealand, 2000, AS/NZS 3000:2000 Electrical Installations. Standards Australia, NSW